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for the practical safeguarding of em-
ployees involved in construction work 
and is divided into four major divisions 
and applicable definitions as follows: 

(a) Installation safety requirements. In-
stallation safety requirements are con-
tained in §§ 1926.402 through 1926.408. In-
cluded in this category are electric 
equipment and installations used to 
provide electric power and light on 
jobsites. 

(b) Safety-related work practices. Safe-
ty-related work practices are contained 
in §§ 1926.416 and 1926.417. In addition to 
covering the hazards arising from the 
use of electricity at jobsites, these reg-
ulations also cover the hazards arising 
from the accidental contact, direct or 
indirect, by employees with all ener-
gized lines, above or below ground, 
passing through or near the jobsite. 

(c) Safety-related maintenance and en-
vironmental considerations. Safety-re-
lated maintenance and environmental 
considerations are contained in 
§§ 1926.431 and 1926.432. 

(d) Safety requirements for special 
equipment. Safety requirements for spe-
cial equipment are contained in 
§ 1926.441. 

(e) Definitions. Definitions applicable 
to this subpart are contained in 
§ 1926.449. 

§ 1926.401 [Reserved] 

INSTALLATION SAFETY REQUIREMENTS 

§ 1926.402 Applicability. 

(a) Covered. Sections 1926.402 through 
1926.408 contain installation safety re-
quirements for electrical equipment 
and installations used to provide elec-
tric power and light at the jobsite. 
These sections apply to installations, 
both temporary and permanent, used 
on the jobsite; but these sections do 
not apply to existing permanent instal-
lations that were in place before the 
construction activity commenced. 

NOTE: If the electrical installation is made 
in accordance with the National Electrical 
Code ANSI/NFPA 70–1984, exclusive of For-
mal Interpretations and Tentative Interim 
Amendments, it will be deemed to be in com-
pliance with §§ 1926.403 through 1926.408, ex-
cept for §§ 1926.404(b)(1) and 1926.405(a)(2)(ii) 
(E), (F), (G), and (J). 

(b) Not covered. Sections 1926.402 
through 1926.408 do not cover installa-
tions used for the generation, trans-
mission, and distribution of electric 
energy, including related communica-
tion, metering, control, and trans-
formation installations. (However, 
these regulations do cover portable and 
vehicle-mounted generators used to 
provide power for equipment used at 
the jobsite.) See subpart V of this part 
for the construction of power distribu-
tion and transmission lines. 

§ 1926.403 General requirements. 
(a) Approval. All electrical conduc-

tors and equipment shall be approved. 
(b) Examination, installation, and use 

of equipment—(1) Examination. The em-
ployer shall ensure that electrical 
equipment is free from recognized haz-
ards that are likely to cause death or 
serious physical harm to employees. 
Safety of equipment shall be deter-
mined on the basis of the following 
considerations: 

(i) Suitability for installation and 
use in conformity with the provisions 
of this subpart. Suitability of equip-
ment for an identified purpose may be 
evidenced by listing, labeling, or cer-
tification for that identified purpose. 

(ii) Mechanical strength and dura-
bility, including, for parts designed to 
enclose and protect other equipment, 
the adequacy of the protection thus 
provided. 

(iii) Electrical insulation. 
(iv) Heating effects under conditions 

of use. 
(v) Arcing effects. 
(vi) Classification by type, size, volt-

age, current capacity, specific use. 
(vii) Other factors which contribute 

to the practical safeguarding of em-
ployees using or likely to come in con-
tact with the equipment. 

(2) Installation and use. Listed, la-
beled, or certified equipment shall be 
installed and used in accordance with 
instructions included in the listing, la-
beling, or certification. 

(c) Interrupting rating. Equipment in-
tended to break current shall have an 
interrupting rating at system voltage 
sufficient for the current that must be 
interrupted. 

(d) Mounting and cooling of equip-
ment—(1) Mounting. Electric equipment 
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shall be firmly secured to the surface 
on which it is mounted. Wooden plugs 
driven into holes in masonry, concrete, 
plaster, or similar materials shall not 
be used. 

(2) Cooling. Electrical equipment 
which depends upon the natural cir-
culation of air and convection prin-
ciples for cooling of exposed surfaces 
shall be installed so that room air flow 
over such surfaces is not prevented by 
walls or by adjacent installed equip-
ment. For equipment designed for floor 
mounting, clearance between top sur-
faces and adjacent surfaces shall be 
provided to dissipate rising warm air. 
Electrical equipment provided with 
ventilating openings shall be installed 
so that walls or other obstructions do 
not prevent the free circulation of air 
through the equipment. 

(e) Splices. Conductors shall be 
spliced or joined with splicing devices 
designed for the use or by brazing, 
welding, or soldering with a fusible 
metal or alloy. Soldered splices shall 
first be so spliced or joined as to be me-
chanically and electrically secure 
without solder and then soldered. All 
splices and joints and the free ends of 
conductors shall be covered with an in-
sulation equivalent to that of the con-
ductors or with an insulating device 
designed for the purpose. 

(f) Arcing parts. Parts of electric 
equipment which in ordinary operation 
produce arcs, sparks, flames, or molten 
metal shall be enclosed or separated 
and isolated from all combustible ma-
terial. 

(g) Marking. Electrical equipment 
shall not be used unless the manufac-
turer’s name, trademark, or other de-
scriptive marking by which the organi-
zation responsible for the product may 
be identified is placed on the equip-
ment and unless other markings are 
provided giving voltage, current, watt-
age, or other ratings as necessary. The 
marking shall be of sufficient dura-
bility to withstand the environment in-
volved. 

(h) Identification of disconnecting 
means and circuits. Each disconnecting 
means required by this subpart for mo-
tors and appliances shall be legibly 
marked to indicate its purpose, unless 
located and arranged so the purpose is 
evident. Each service, feeder, and 

branch circuit, at its disconnecting 
means or overcurrent device, shall be 
legibly marked to indicate its purpose, 
unless located and arranged so the pur-
pose is evident. These markings shall 
be of sufficient durability to withstand 
the environment involved. 

(i) 600 Volts, nominal, or less. This 
paragraph applies to equipment oper-
ating at 600 volts, nominal, or less. 

(1) Working space about electric equip-
ment. Sufficient access and working 
space shall be provided and maintained 
about all electric equipment to permit 
ready and safe operation and mainte-
nance of such equipment. 

(i) Working clearances. Except as re-
quired or permitted elsewhere in this 
subpart, the dimension of the working 
space in the direction of access to live 
parts operating at 600 volts or less and 
likely to require examination, adjust-
ment, servicing, or maintenance while 
alive shall not be less than indicated in 
Table K–1. In addition to the dimen-
sions shown in Table K–1, workspace 
shall not be less than 30 inches (762 
mm) wide in front of the electric equip-
ment. Distances shall be measured 
from the live parts if they are exposed, 
or from the enclosure front or opening 
if the live parts are enclosed. Walls 
constructed of concrete, brick, or tile 
are considered to be grounded. Working 
space is not required in back of assem-
blies such as dead-front switchboards 
or motor control centers where there 
are no renewable or adjustable parts 
such as fuses or switches on the back 
and where all connections are acces-
sible from locations other than the 
back. 

TABLE K–1—WORKING CLEARANCES 

Nominal voltage to ground 

Minimum clear distance 
for conditions1 

(a) (b) (c) 

Feet2 Feet2 Feet2 
0–150 ......................................... 3 3 3 
151–600 ..................................... 3 31⁄2 4 

1 Conditions (a), (b), and (c) are as follows: (a) Exposed live 
parts on one side and no live or grounded parts on the other 
side of the working space, or exposed live parts on both sides 
effectively guarded by insulating material. Insulated wire or in-
sulated busbars operating at not over 300 volts are not con-
sidered live parts. (b) Exposed live parts on one side and 
grounded parts on the other side. (c) Exposed live parts on 
both sides of the workspace [not guarded as provided in Con-
dition (a)] with the operator between. 

2 Note: For International System of Units (SI): one 
foot=0.3048m. 
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(ii) Clear spaces. Working space re-
quired by this subpart shall not be used 
for storage. When normally enclosed 
live parts are exposed for inspection or 
servicing, the working space, if in a 
passageway or general open space, 
shall be guarded. 

(iii) Access and entrance to working 
space. At least one entrance shall be 
provided to give access to the working 
space about electric equipment. 

(iv) Front working space. Where there 
are live parts normally exposed on the 
front of switchboards or motor control 
centers, the working space in front of 
such equipment shall not be less than 3 
feet (914 mm). 

(v) Headroom. The minimum head-
room of working spaces about service 
equipment, switchboards, panelboards, 
or motor control centers shall be 6 feet 
3 inches (1.91 m). 

(2) Guarding of live parts. (i) Except as 
required or permitted elsewhere in this 
subpart, live parts of electric equip-
ment operating at 50 volts or more 
shall be guarded against accidental 
contact by cabinets or other forms of 
enclosures, or by any of the following 
means: 

(A) By location in a room, vault, or 
similar enclosure that is accessible 
only to qualified persons. 

(B) By partitions or screens so ar-
ranged that only qualified persons will 
have access to the space within reach 
of the live parts. Any openings in such 
partitions or screens shall be so sized 
and located that persons are not likely 
to come into accidental contact with 
the live parts or to bring conducting 
objects into contact with them. 

(C) By location on a balcony, gallery, 
or platform so elevated and arranged as 
to exclude unqualified persons. 

(D) By elevation of 8 feet (2.44 m) or 
more above the floor or other working 
surface and so installed as to exclude 
unqualified persons. 

(ii) In locations where electric equip-
ment would be exposed to physical 
damage, enclosures or guards shall be 
so arranged and of such strength as to 
prevent such damage. 

(iii) Entrances to rooms and other 
guarded locations containing exposed 
live parts shall be marked with con-
spicuous warning signs forbidding un-
qualified persons to enter. 

(j) Over 600 volts, nominal—(1) General. 
Conductors and equipment used on cir-
cuits exceeding 600 volts, nominal, 
shall comply with all applicable provi-
sions of paragraphs (a) through (g) of 
this section and with the following pro-
visions which supplement or modify 
those requirements. The provisions of 
paragraphs (j)(2), (j)(3), and (j)(4) of this 
section do not apply to equipment on 
the supply side of the service conduc-
tors. 

(2) Enclosure for electrical installations. 
Electrical installations in a vault, 
room, closet or in an area surrounded 
by a wall, screen, or fence, access to 
which is controlled by lock and key or 
other equivalent means, are considered 
to be accessible to qualified persons 
only. A wall, screen, or fence less than 
8 feet (2.44 m) in height is not consid-
ered adequate to prevent access unless 
it has other features that provide a de-
gree of isolation equivalent to an 8-foot 
(2.44-m) fence. The entrances to all 
buildings, rooms or enclosures con-
taining exposed live parts or exposed 
conductors operating at over 600 volts, 
nominal, shall be kept locked or shall 
be under the observation of a qualified 
person at all times. 

(i) Installations accessible to qualified 
persons only. Electrical installations 
having exposed live parts shall be ac-
cessible to qualified persons only and 
shall comply with the applicable provi-
sions of paragraph (j)(3) of this section. 

(ii) Installations accessible to unquali-
fied persons. Electrical installations 
that are open to unqualified persons 
shall be made with metal-enclosed 
equipment or shall be enclosed in a 
vault or in an area, access to which is 
controlled by a lock. Metal-enclosed 
switchgear, unit substations, trans-
formers, pull boxes, connection boxes, 
and other similar associated equipment 
shall be marked with appropriate cau-
tion signs. If equipment is exposed to 
physical damage from vehicular traffic, 
guards shall be provided to prevent 
such damage. Ventilating or similar 
openings in metal-enclosed equipment 
shall be designed so that foreign ob-
jects inserted through these openings 
will be deflected from energized parts. 
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(3) Workspace about equipment. Suffi-
cient space shall be provided and main-
tained about electric equipment to per-
mit ready and safe operation and main-
tenance of such equipment. Where en-
ergized parts are exposed, the min-
imum clear workspace shall not be less 
than 6 feet 6 inches (1.98 m) high (meas-
ured vertically from the floor or plat-
form), or less than 3 feet (914 mm) wide 
(measured parallel to the equipment). 
The depth shall be as required in Table 
K–2. The workspace shall be adequate 
to permit at least a 90-degree opening 
of doors or hinged panels. 

(i) Working space. The minimum clear 
working space in front of electric 
equipment such as switchboards, con-
trol panels, switches, circuit breakers, 
motor controllers, relays, and similar 
equipment shall not be less than speci-
fied in Table K–2 unless otherwise spec-
ified in this subpart. Distances shall be 
measured from the live parts if they 
are exposed, or from the enclosure 
front or opening if the live parts are 
enclosed. However, working space is 
not required in back of equipment such 
as deadfront switchboards or control 
assemblies where there are no renew-
able or adjustable parts (such as fuses 
or switches) on the back and where all 
connections are accessible from loca-
tions other than the back. Where rear 
access is required to work on de-ener-
gized parts on the back of enclosed 
equipment, a minimum working space 
of 30 inches (762 mm) horizontally shall 
be provided. 

TABLE K–2—MINIMUM DEPTH OF CLEAR WORK-
ING SPACE IN FRONT OF ELECTRIC EQUIP-
MENT 

Nominal voltage to ground 
Conditions1 

(a) (b) (c) 

Feet2 Feet2 Feet2 

601 to 2,500 .............................. 3 4 5 
2,501 to 9,000 ........................... 4 5 6 
9,001 to 25,000 ......................... 5 6 9 
25,001 to 75 kV ......................... 6 8 10 
Above 75kV ............................... 8 10 12 

1Conditions (a), (b), and (c) are as follows: (a) Exposed live 
parts on one side and no live or grounded parts on the other 
side of the working space, or exposed live parts on both sides 
effectively guarded by insulating materials. Insulated wire or 
insulated busbars operating at not over 300 volts are not con-
sidered live parts. (b) Exposed live parts on one side and 
grounded parts on the other side. Walls constructed of con-
crete, brick, or tile are considered to be grounded surfaces. 
(c) Exposed live parts on both sides of the workspace [not 
guarded as provided in Condition (a)] with the operator be-
tween. 

2 NOTE: For SI units: one foot=0.3048 m. 

(ii) Lighting outlets and points of con-
trol. The lighting outlets shall be so ar-
ranged that persons changing lamps or 
making repairs on the lighting system 
will not be endangered by live parts or 
other equipment. The points of control 
shall be so located that persons are not 
likely to come in contact with any live 
part or moving part of the equipment 
while turning on the lights. 

(iii) Elevation of unguarded live parts. 
Unguarded live parts above working 
space shall be maintained at elevations 
not less than specified in Table K–3. 

TABLE K–3—ELEVATION OF UNGUARDED 
ENERGIZED PARTS ABOVE WORKING SPACE 

Nominal voltage between 
phases Minimum elevation 

601–7,500 .............................. 8 feet 6 inches.1 
7,501–35,000 ......................... 9 feet. 
Over 35kV .............................. 9 feet+0.37 inches per kV 

above 35kV. 

1 NOTE: For SI units: one inch=25.4 mm; one foot=0.3048 
m. 

(4) Entrance and access to workspace. 
At least one entrance not less than 24 
inches (610 mm) wide and 6 feet 6 inches 
(1.98 m) high shall be provided to give 
access to the working space about elec-
tric equipment. On switchboard and 
control panels exceeding 48 inches (1.22 
m) in width, there shall be one en-
trance at each end of such board where 
practicable. Where bare energized parts 
at any voltage or insulated energized 
parts above 600 volts are located adja-
cent to such entrance, they shall be 
guarded. 

[51 FR 25318, July 11, 1986, as amended at 61 
FR 5510, Feb. 13, 1996] 

§ 1926.404 Wiring design and protec-
tion. 

(a) Use and identification of grounded 
and grounding conductors—(1) Identifica-
tion of conductors. A conductor used as 
a grounded conductor shall be identifi-
able and distinguishable from all other 
conductors. A conductor used as an 
equipment grounding conductor shall 
be identifiable and distinguishable 
from all other conductors. 

(2) Polarity of connections. No ground-
ed conductor shall be attached to any 
terminal or lead so as to reverse des-
ignated polarity. 
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